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DETAIL VIEW
NOTES:
|] For sizes larger than 16, special design will be required.
2} In hev of mnstallng stainless steel rods, the mechanical joints can be restraned with the Megalug Seres | 100 as
manufactured by EBBA Iron Inc, or approved equal. Also, the bell and spigot jonts shall be restramed on ether side of the
mechanmcal jonts by EBBA Iron | 700 senes restraint or approved equal and the restramt distance shall be in accordance with

Exhibits 1-C-2 and II-C- 1 0.
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CITY OF AURORA
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WATER MAIN DETAILS - 2 311 383 | 115

SCALE: 20 [ SHEET NO. 6 OF 7 SHEETS | STA. TO STA. FED. ROAD DIST. NO. 1
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